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8.2  Fan Maintenance 

The fan inside the inverter is used to cool the inverter during operation. If  the fan does not operate properly, the inverter may not be 

able to cool, and the efficiency of the inverter may be reduced. Therefore, it is necessary to clean the dirty fan in time and replace the 

bad fan. 
Procedure: 

Step 1:  Stop the inverter (turn off the DC and AC switches of the inverter and wait for at least 5 minutes). 

Step 2:  Screw down four screws of the two fan modules. 
Step 3:  Unscrew 4 screws for each fan module. 

Step 4:  Disconnect the fan wire, pull out the fan module, clean the fan with a soft brush or vacuum cleaner, and replace the fan if 

necessary. 
Step 5:  Reinstall the fan into the inverter and restart the inverter in the opposite order. 

 

Figure 8-1  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 


